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Text Box
48" Max. Height for Forward Reach
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36" Max. Height to Spray Heads
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Text Box
Spray Heads 17"-19" from Wall or Obstruction
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Text Box
20" Max
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Text Box
Minimum Clear Floor Space for Forward Approach
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Text Box
Clear Headroom 82"-96" 
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Text Box
Controls Operation: Controls must be able to be operated without and grasping, pinching, twisting, or excerting more than 5 lbs of force.

AEBOYD
Text Box
All emergency showers, eye wash stations, and combined installations shall be in compliance with ANSI/ISEA Z358.1-2014. Information given herein is meant to further define installation requirements for compliance with the abovementioned standard and the 2010 ADA Design Guidelines.
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Text Box
Accessible Emergency Shower and Eye Wash Station Installation Requirements
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Text Box
27" Min. Knee Clearance Under Eye Wash Basin


